Advanced oxidation processes (AOPs) have many prospects in water and wastewater treatment. In recent years, AOPs are gaining attention as having potentials for the removal of different ranges of contaminants from industrial wastewater towards water reclamation. In this study, the treatability efficiencies of two photo-catalysts (TiO 2 and zeolite) were compared on the basis of the removal of chemical oxygen demand (COD) and SO 4 2− from oil refinery wastewater (ORW)
Introduction
Issues of water scarcity and how it can be curbed continues to be a challenge to the world. There is continuous aggravation of water pollution due to population growth and its corresponding effects on industrialization, agriculture, and domestic activities. This has led to radical exploration of alternative and sustainable means of obtaining water from unconventional means, such as water re-use through wastewater treatment [1] . Because wastewater production is inevitable, wastewater treatment for re-use has become the most convenient way of stemming water scarcity. One of the major industrial water pollution sources is the oil refinery industry. Reports indicate that for every 1 barrel of oil processed, about 10 barrels of oily wastewater is produced. In addition, large volumes of oily wastewater is generated during transport and refinery of oil [2] . Apart from salts being the highest in concentration (1000-3500 mg/L) of oily wastewater, organic compounds follow with a concentration range of 15-1500 mg/L, then oil and grease ranging from 2 to 565 mg/L [3] . Consequently, high levels of chemical oxygen demand (COD), total suspended solids (TSS), total dissolved solids (TDS), soap oil and grease (SOG), and traces of metals are found in the oily waste streams, which make their treatment problematic and cause huge pollution problems [4] .
Over the years, several treatment methods have been employed to treat oily wastewater. These include membrane filtration, coagulation-flocculation, hydro-cyclones, and biological treatment systems, among others [5, 6] . With a focus on organic component removal, biological systems have been preferred due to their low cost of operation and eco friendliness [7] . However, biological treatment processes have shown limitations at high contaminant concentration. In addition, some recalcitrant organic pollutants (such as inert COD) show high resistance to biological degradation processes [8] .
With advancements in research, advanced oxidation processes (AOPs) are being explored for many wastewater treatment applications and to fill the gaps left by conventional treatment processes. AOPs are chemical processes that make use of hydroxyl radicals to effect oxidation [9] . Figure 1 shows a brief description of contaminant degradation in an AOP (photo-catalysis). Photo-catalysis is essentially the activity that occurs when a light source interacts with a semiconductor metal oxide [9] . During photo-catalysis, an incident light (UV) causes excitation on the surface of a photo-catalyst. This happens when electrons in the valence band absorb energy higher than their band gap energy and therefore move into the conduction band. When this happens, a hole (h + in the valance band) and electron (e − in the conduction band) are produced simultaneously. These two species (e − and h + ) then either recombine later or they react with oxygen molecules to form peroxide or with water molecules to form hydroxyl species. The peroxide and hydroxyl formed then attack and degrade organic pollutants into more manageable compounds such as water or carbon dioxide [10, 11] .
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Zeolites are mainly known for their peculiar ion-exchange, molecular sieving, and adsorption abilities [15, 16] . Zeolites have been applied in diverse ways in water purification. They have been applied in heavy metal removal from wastewater [17, 18] and for dye removal for textile effluent [19, 20] . Zeolites act as photo-catalysts when the zeolite framework is photo-activated or incorporated with other materials such as semiconductors [21] . Their unique ability of promoting stabilization of photochemically generated redox species and controlling charge transfer and electron transfer processes makes them worth exploring for many photo-catalytic applications [22, 23] .
In this study, the efficiencies of zeolite (photo-activated) and TiO 2 were studied and compared on the basis of the removal of COD and SO 4 2− from oily wastewater in a photo-catalytic system. These two contaminants are higher than the permitted discharge limits of 1000 ppm (COD) and 500 ppm (SO 4 2− ), respectively [1] [2] [3] 24] . Three operating parameters were varied catalyst dosage (0.5-1.5 g/L), reaction time (15-45 min), and mixing rate (30-90 rpm). Response surface methodology (RSM) was used to optimize and study the interactions between the operating parameters. The effluent used for the experiment was collected from a local oil refinery effluent treatment plant in South Africa.
Materials and Methods

Effluent Sample and Analytical Methods
Effluents for the experiment were collected from the sewer of the effluent treatment plant of a local oil refinery. Before getting to the sewer, the effluent passes through some preliminary treatment processes. Residual oil is recovered at the oil-water separator and dissolved air floatation units. Other contaminants such as suspended solids are removed using coagulation-flocculation systems. Characterization of the effluent for SOG and COD was performed according to standard methods, as used by [24] . Sulphate determination was done using a HI 83099 COD meter and multi-parameter photometer from Hanna Instruments (Limean, Vaneto, Italy). Conductivity was measured using a TDS meter, model C7 from HJM electronics (Edenval, Gauteng, South Africa). Sulphide and pH analysis was done using HI 4222 research grade bench pH and ion specific (ISE) meter from Hanna Instruments at ambient temperature. Table 1 gives the properties of the effluent. 
Chemicals Used
TiO 2 nanomaterial used in this study was supplied by Huntsman Tioxide, South Africa (Pty). The SACHTLEBEN R-KB-6 is a micronized rutile titanium dioxide pigment treated with alumina and zirconia compounds. Detailed properties of the TiO 2 nanomaterial can be found in Table 2 . Commercial zeolite powder (95-98% clinoptilolite balance opaline silica) used in this study was supplied by Sigma-Aldrich, South Africa. 1M H 3 PO 4 (analytical grade) was used to regulate the pH of the influent at 6. Figure 2 shows the flow diagram for this study. 
Experimental Setup
The experiment was carried out in a six-place jar testing apparatus (JLT 6, flocculation tester, Velp Scientifica, New York, NY, USA) as shown in Figure 3 . The setup consist of six identical beakers of 1 L, all equipped with a stirrer. Two 1 inch-diameter radiant fluorescent T8 black light blue bulbs, 
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Contaminant removal efficiency was calculated using Equation (1).
where η is contaminant removal efficiency, and A o and A are the initial and final concentrations (mg/L) before and after treatment, respectively.
Response Surface Methodology (RSM)
Response surface methodology (RSM) was used in this study. RSM is a useful optimization tool in developing and studying the impact of independent and interactive factors of a process. These include process optimization, enhancement, and development of products [25] . Basically, RSM establishes the relationship between a variable and its effect (response), with the advantage of producing a mathematical model. In this experiment, the Box-Behnken design (BBD) was used. BBD is one of the response surface designs that is widely used apart from the central composite design (CCD). Even though CCD provides high prediction over the entire design space, BBD was preferred for this experiment because with the same number of factors, it generates a smaller number of experimental runs, which translates into less time and resource requirements without compromising accuracy [25] .
Results and Discussion
By utilizing the BBD (Design Expert software V.11.1.0.1, Stat-Ease Inc., Minneapolis, MA, USA), 15 experimental runs were generated for each catalyst, including three replications. The three different normalized central levels were coded as −1, 0, +1, corresponding to the minimum, central point, and maximum for the factors considered. These experimental runs were randomized in order to eliminate bias. Tables 3 and 4 show the experimental results for zeolite and TiO 2 , respectively. Analysis of variance (ANOVA) was carried out to check the validity and accuracy of the fitted model. 
Model Fitting and Statistical Analysis
The reduced form of the models generated by the Design Expert software for contaminant removal in coded form is represented by Equations (2)- (5) . Equations (2), (3), and (5) are quadratic models, whereas Equation (4) is a two-factor interaction (2FI) model. The model reduction and modification was necessary to enhance the predictability of the response variables. The models' automatic selection and modification was based on Akaike information criterion (AICc) with a correction for a small design. AICc is multiple-model selection method and criteria used to choose the best model required. The models present a direct relationship between the dependent variables (COD and SO 4 2− removal) and the independent variables (catalyst dosage (A), reaction time (B), and mixing rate (C)). With these models, COD and SO 4 2− removal can be predicted within the designed space.
The extent to which terms of the models can affect the response or contaminant removal are associated with the positive and negative coefficient of the terms. Negative coefficients specify undesirable effects of the factors, whereas positive coefficients show that a factor or combination of factors contribute favorably to the contaminant removal. Again, the magnitudes of the coefficients correlate with the degree to which the response variable is affected.
To check the statistical accuracy and validity of the model, analysis of variance (ANOVA) was performed for each model, as shown by Tables 5-8. Typical features of ANOVA are the F-values, p-values, R 2 , and predicted R 2 values. These values show whether the model is statistically valid or not. As shown in the tables, for all models, the F-values were greater than their respective p-values for each term in the model, indicating the significance of each interaction term in the model. In all instances, the probability for the F-value occurring due to noise was 0.01%. Furthermore, the p-values for all model terms were less than 0.05, which showed the significance of these model terms and can therefore be generalized to a broader range of interest.
The correlation coefficient (R 2 ) defines how close a set of data are to the fitted regression line. This value is of immense statistical significance, as it gives a clear indication of how good a dataset fits a model [26] . The closer the R 2 value is to 1, the more meaningful the model. As seen from the tables, the R 2 values (0.9994, 0.999, 0.9954, and 0.9994) and their respective adjusted R 2 values (0.9988, 0.9984, 0.9872, and 0.9985) are close to 1, suggesting that the developed statistical model fitted well with the data obtained. Table 5 . ANOVA for COD removal by zeolite-reduced quadratic model. CV: coefficient of variation. Table 6 . ANOVA for SO 4 2− removal by zeolite-reduced two-factor interaction (2FI) model. Table 7 . ANOVA for COD removal by TiO 2 -quadratic model. Another way to determine the significance of a model is by measuring its adequate precision (Adeq. Pr) and coefficient of variation (CV). Adequate precision is the signal-to-noise ratio which measures the range of the predicted response relative to its associated error. An adequate precision of greater than 4 is generally desired [26] . From the tables above, the values obtained for adequate precision prove the adequacy of the model. The CV is the ratio of the standard deviation to the mean. This value, expressed as a percentage, shows the level of dispersion around the mean. Lower values of CV suggest more precise models [27] . Evidently, the CV values given in the tables above are low enough to ensure significant models.
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Interactive Effects of Parameters
The cross-factor interactive effects of the factors (catalyst dosage, reaction time, and mixing rate) on the response (COD and SO 4 2− removal) were studied. Figures 4-7 represent the 2D (contour) and 3D (surface) plots resulting from the cross factor interactions on the contaminant removal by the photo-catalysts. Figure 4 represents the interaction between reaction time and mixing rate (BC). The combined effects of these two parameters have the greatest effect in the COD removal by zeolite. It can be seen, that with a reaction time of 15 to 21 min and mixing rate of 30-50 rpm, an optimum removal efficiency of 93% was achieved with minimum catalyst dosage. As catalyst dosage increased, removal efficiency reduced. This can be explained by the fact that higher catalyst dosage causes lumping of particles, consequently leading to poor light penetration into the system [28] . In Figure 5 , the effect of the interactions between catalyst dosage and mixing rate (AC) on COD removal by TiO 2 is shown. AC was proven to have the highest effect on this system, as shown by the quadratic model in Equation (2) . It can be inferred from the figure that as catalyst dosage increased, mixing rate also increased. This corresponding increase in mixing rate was needed in order to enhance proper homogenizing of the catalyst in the reacting media. Figures 6 and 7 represent the plots for cross factor interactive effects on SO 4 2− removal by zeolite and TiO 2 , respectively. As shown in Figure 6 , AC had the highest influence on SO 4 2− removal by zeolite, whereas catalyst dosage and reaction time (AB) had the highest influence on SO 4 2− removal by TiO 2 , as shown in Figure 7 .
Optimum Conditions
Numerical optimization was done to determine the optimum conditions of the three parameters for contaminant removal. The numerical optimization technique explores the entire design space on the basis of the developed models to detect the optimum factor conditions for the given range. Equations (2)-(5) served as the objective functions, whereas the three independent variables served as constrains. These constrains were set within the given range. The goal for the optimization was to achieve maximum contaminant removal. Figure 8 represents a ramp graph showing the optimum conditions for the operating parameters and the desirability obtained from the zeolite experiment. As can be inferred from the graph, to achieve maximum COD removal of 92% and SO 4 2− removal of 87%, all operating parameters were at the maximum with a desirability of 91.7% contaminant removal. This translates into maximum time and energy requirements to achieve the set goal of contaminant removal for the given range of factors. Figure 9 shows the ramp graph for the optimum conditions of the operating parameters for the TiO 2 experiment. Unlike zeolite, a catalyst dosage of 1.5 g/L, reaction time of 15 min, and mixing rate of 30 rpm achieved a removal efficiency of 91.21% of COD and 85.5% removal efficiency of SO 4 2− , leading to a desirability of 91%, which translates into lesser energy and time requirements for achieving maximum contaminant removal for the given range of factors. Table 9 shows a comparative study of work done by other authors in photo-catalytic degradation of petroleum refinery effluent. It can be seen that much focus was given to only the organic (COD) aspects of the petroleum refinery effluent without consideration for the possibility of removing other inorganics such as salts simultaneously. This study however considered the possibility of removing both organics (COD) and inorganics (SO 4 2− ) simultaneously from oil refinery effluent. The conditions of the experiment and the results obtained in each case are shown in the table. Table 9 . Comparative studies on photo-catalytic degradation of petroleum refinery effluent. 
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Conclusions
This study compared COD and SO 4 2− (contaminants) removal efficiencies of zeolite and TiO 2 from oily wastewater in a photo-catalytic system. A 2FI model and a quadratic model were developed for SO 4 2− and COD removal by zeolite, respectively, whereas quadratic models were developed for SO 4 2− and COD removal by TiO 2 . The optimum conditions for zeolite were found to be a mixing rate of 90 rpm, reaction time of 45 min, and catalyst dosage of 1.5 g/L. For TiO 2 the optimum conditions were found to be a mixing rate of 30 rpm, reaction time of 15 min, and catalyst dosage of 1.5 g/L.
Validity of the models were demonstrated by analysis of variance (ANOVA) and were found to be in agreement with predicted values. The desirability of using zeolite and TiO 2 were almost the same (92% and 91% respectively). Between the two photo-catalysts, TiO 2 was found to be more promising in the treatment of oily wastewater than the zeolite. Therefore, incorporating TiO 2 in a photo-catalytic system optimized with RSM has a bright future in the water and wastewater setting for both organic and inorganic contaminant removal. 
